Abstract: Process bus communication has an important role to digitalize substations. The IEC 61850-9-2 standard specifies the requirements to transmit digital data over Ethernet networks. The paper analyses the impact of IEC 61850-9-2LE on physical protections with (analog-digital) input data of voltage and current. With the increased interaction between physical devices and communication components, the test proposes a communication analysis for a substation with the conventional method (analog input) and digital method based on the IEC 61850 standard. The use of IEC 61850 as the basis for smart grids includes the use of merging units (MUs) and deployment of relays based on microprocessors. The paper analyses the merging unit's functions for relays using IEC 61850-9-2LE. The proposed method defines the sampled measured values source and analysis of the traffic. By using neural net pattern recognition that solves the pattern recognition problem, a relation between the inputs (number of samples/ms-interval time between the packets) and the source of the data is found. The benefit of this approach is to reduce the time to test the merging unit by getting the feedback from the merging unit and using the neural network to get the data structure of the publisher IED. Tests examine the GOOSE message and performance using the IEC standard based on a network traffic perspective.
Introduction
Substations in energy systems use intelligent electronic devices (IEDs) that can share data in real-time, in order to use and share these data quickly and efficiently among the substation devices [1] . Sharing data must be standardized as a communication standard. The IEC 61850 standard unites the structure, requirements, and communication specifications that can be implemented during sharing of data among IEDs, the first announcement of the cooperation and creates a platform between the substation automation system (SAS) and the substations (IEC 61850 2003) [2] . IEC 61850-9-2 specifies that the transmission of sampled measured values (SMVs) over an Ethernet network is located in the second layer (Ethernet layer) in an OSI system, using sampled values generated by merging units of IEDs or individual merging units, instrument transformers [3] . The implementation of IEC 61850-9-2 depends on the dataset specifications such as (time synchronization, sample counts, and interval time). Four currents and voltages are included into the IEC 68150-9-2 packets.
Some studies have presented practical implementations of IEC 61850 that included a large number of IEDs; these studies explored the challenges coming from this technical evolution and used equipment from multiple vendors to achieve interoperability. The references cited below discuss the requirements of interoperable distributed functions and distinguish the differences between MV and HV substations regarding IEC61850 implementation [4, 5] .
• Section 2: Time synchronization over a process bus. This section contains the test structure with the devices used during the test. It contains the GPS parameters and initial test of the signal which generated from the GPS. (CMC-publisher, IED-publisher2x IED-subscriber) when time synchronization is applied, however, the interval time is around 240 µs with the local clock of the publisher IED or CMC merging unit, the interval time is around 230 µs with the global clock (GPS is applied). • Section 5: Generic Object Oriented Substation Events (GOOSE). A GOOSE trip signal is sent from the publisher IED to the subscriber IED. This test found that when the GOOSE message is sent to the receiver IED (tripping signal), the signal is duplicated four times with a size of 147 bytes per packet, the average interval time between the packets was practically constant from the first to the fourth packets (278 µs) and the average interval between the fourth and the fifth packet was 102 ms. • Section 6: Machine learning. By machine learning, we found a link between two parameters (number of samples/ms -interval time) and used to determine the publisher. The inputs and the target provided to the network and the algorithm breaks up the data for test sets (training 70%-validation 15%-testing 15%), the best validation was in epoch 23.
Impact of IEC 61850 on Substation Operations
The main goals to implement IEC 61850 standard [15] are as follows:
• Increase the power quality, reducing the copper wires that are plugged into the IEDs and acheiving faster response to short circuit faults.
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• The IEC 61850 standard provides the interoperability between IEDs from various manufacturers and offers a friendly configuration that can be implemented at a site without external support.
•
Reducing the cost of operation and maintenance in the substations.
This standard provides secure and fast data transmission among IEDs and substation devices.
The IEC 61850 functionality is flexible and easy to implement by using the tools properly.
The challenges to implementing the IEC 61850 [15] are processing a huge amount of real-time data and replacing some parts of substations to create a better environment to implement IEC 61850.
The IEC 61850 structure includes 14 parts, as shown in Figure 1 .
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• Reducing the cost of operation and maintenance in the substations.
The IEC 61850 structure includes 14 parts, as shown in Figure 1 . The IEC 61850 standard offers a data model that can replace the physical devices by the logical devices. In this way IEC 61850 is able to virtualize to all devices in the power system. Each logical device (LD) has logical nodes (LNs) that provides the functions of the devices. These functions are called "distributed functions" in SAS, and the three main rules to implement the distributed functions are:
• The IEC 61850 configuration should follow the performance requirements.
The communication interface between IEDs and the system should follow the IEC 61850 standards communication fundamentals.
Establish the communications between devices by mean transfer data between IEDs and the power system among the SAS. The IEC 61850 standard offers a data model that can replace the physical devices by the logical devices. In this way IEC 61850 is able to virtualize to all devices in the power system. Each logical device (LD) has logical nodes (LNs) that provides the functions of the devices. These functions are called "distributed functions" in SAS, and the three main rules to implement the distributed functions are:
The structure of the data model in the IEC 61850 standard is virtual (data object, logical device, logical node), although, it represents real data that are used by the energy system (monitoring, protection and automation systems) [11] . IEC 61850 offers various features that cover all aspects of the substations measurements, as follows [11] :
• Data characterization such as sampling frequency, sampling counts, and time synchronization.
• Communication specification that can be summarized as a generic object oriented substation event (GOOSE), manufacturing message specification (MMS), SMV, and Ethernet communication.
The data structures and data objects' services.
According to the specification of the IEC 61850 can be summarized as follows:
• Definition and determine how to access the structure for the data's abstract communication services interface (ACSI) and the configuration of the communication solution and compatible protocols.
Standardizing the output data from IEDs and categories the sharing of data between GOOSE and SMV orders • The IEDs and network communications are implemented using eXtendable Markup Language (XML).
The IEC 61850 Information System
Logical nodes (LNs) are the most important part of the IEC 61850 hierarchical model. This model is designed to provide the way for implementation the interoperability among IEDs within the power system, the model represents the actual devices in the power system as logical devices LDs) that are plugged into logical nodes. The physical devices contain distributed functions that are responsible for exchanging data; each LN is linked with a function in the physical device [4] .
The data model explains the hierarchy of IEC 61850, the definition of the logical device and server is specified by the administrator. Depending on the data model structure, the data of substation operations can be assigned to one of these logical nodes, for instance, the measurements function group begins with "M" and the protection function group begins with "P". In Figure 2 from left to right, the device name is the first part and the logic node (LN) is the second part, the attribute that represents a function is the third part, "st" represents the status attributes, "Pos" represents the position of the circuit breaker and "Val" represents the value of the status. The structure of the data model in the IEC 61850 standard is virtual (data object, logical device, logical node), although, it represents real data that are used by the energy system (monitoring, protection and automation systems) [11] . IEC 61850 offers various features that cover all aspects of the substations measurements, as follows [11] :
•
The IEC 61850 Information System
The data model explains the hierarchy of IEC 61850, the definition of the logical device and server is specified by the administrator. Depending on the data model structure, the data of substation operations can be assigned to one of these logical nodes, for instance, the measurements function group begins with "M" and the protection function group begins with "P". In Figure 2 from left to right, the device name is the first part and the logic node (LN) is the second part, the attribute that represents a function is the third part, "st" represents the status attributes, "Pos" represents the position of the circuit breaker and "Val" represents the value of the status. 
Time Synchronization over a Process Bus
Time synchronization is an important element in sampled value applications due to the problems that can be caused in case the time synchronization is lost due to phase shifts, maloperation 
Time synchronization is an important element in sampled value applications due to the problems that can be caused in case the time synchronization is lost due to phase shifts, maloperation or wrong tripping. In the laboratory during implementation the SMV IEDs configuration, the time synchronization can be done by the IEDs-publisher. In this way the IED-subscriber will follow and get the same phase error limit. In case of using several merging units connected together and sharing data among the power system, the time source according to IEC 61869 is required. This time source will be a global area clock, however, a local area clock cannot match the time in the global area clock. There are various methods that can be implemented to achieve the time synchronization in the whole testing system and between the merging units such as master-slave architecture for clock distribution (IEEE 1588) precision time protocol (PTP). IEEE 1588 is used to achieve the time synchronization because the IEDs are adaptable to this method and offered high accuracy time synchronization. According to IEC 61869, the GPS or time source is sharing the time over the process bus side by side with sampled values. The configuration of the time synchronization of IEDs is shown in Figure 3 . In IEDs, time synchronization is enabled by using synch source (IEEE 1588-slave), IED-subscriber ( Figure 3) shows a synch accuracy of 23 ns. or wrong tripping. In the laboratory during implementation the SMV IEDs configuration, the time synchronization can be done by the IEDs-publisher. In this way the IED-subscriber will follow and get the same phase error limit. In case of using several merging units connected together and sharing data among the power system, the time source according to IEC 61869 is required. This time source will be a global area clock, however, a local area clock cannot match the time in the global area clock. There are various methods that can be implemented to achieve the time synchronization in the whole testing system and between the merging units such as master-slave architecture for clock distribution (IEEE 1588) precision time protocol (PTP). IEEE 1588 is used to achieve the time synchronization because the IEDs are adaptable to this method and offered high accuracy time synchronization. According to IEC 61869, the GPS or time source is sharing the time over the process bus side by side with sampled values. The configuration of the time synchronization of IEDs is shown in Figure 3 . In IEDs, time synchronization is enabled by using synch source (IEEE 1588-slave), IED-subscriber ( Figure 3) shows a synch accuracy of 23 ns. More precisely, the sampled values and PTP are using the same network cable; however, a cut in the Ethernet cable can cause SMV and PTP transfer failure. The relation between sampled values and time synchronization is called SmpSynch. This attribute is an indicator of time source loss, moreover, SmpSynch gives details about the time source (GPS) and the sampled values sources (IEDpublisher). Table 1 provides the settings of the GPS data and the timing accuracy that are used to achieve the time synchronization in our network [4] . 
PTP clock types in Time Synchronization
The time synchronized is required to get more accurate measurements and implement the Peerto-Peer (PTP) protocol. Grandmaster is synchronized with an external source such as a CMGPS 588 (GPS) controlled time reference. The synchronization unit is an antenna-integrated GPS that works as PTP grandmaster clock according to IEEE 1588. Ordinary clock reads can be performed from IEDs or CMC 256 plus. This test requires an advanced Ethernet switch (Hirschmann). Table 2 lists the GPS status and the timing protocol that was implemented during the experiments (the synch interval More precisely, the sampled values and PTP are using the same network cable; however, a cut in the Ethernet cable can cause SMV and PTP transfer failure. The relation between sampled values and time synchronization is called SmpSynch. This attribute is an indicator of time source loss, moreover, SmpSynch gives details about the time source (GPS) and the sampled values sources (IED-publisher). Table 1 provides the settings of the GPS data and the timing accuracy that are used to achieve the time synchronization in our network [4] . 
PTP Clock Types in Time Synchronization
The time synchronized is required to get more accurate measurements and implement the Peer-to-Peer (PTP) protocol. Grandmaster is synchronized with an external source such as a CMGPS 588 (GPS) controlled time reference. The synchronization unit is an antenna-integrated GPS that Table 2 lists the GPS status and the timing protocol that was implemented during the experiments (the synch interval between two synchronized messages is 1 s, and announcing the timeout and losing the time synchronization takes 3 s. between two synchronized messages is 1 s, and announcing the timeout and losing the time synchronization takes 3 s. The GPS sends three messages to synchronize the devices (announce message, synch message and follow up message) and it duplicates them each second, in order to keep all IEDs synchronized as shown in figures 4-5. between two synchronized messages is 1 s, and announcing the timeout and losing the time synchronization takes 3 s. The GPS sends three messages to synchronize the devices (announce message, synch message and follow up message) and it duplicates them each second, in order to keep all IEDs synchronized as shown in figures 4-5. 
The IEC 61850 Sampled Measured Values Testing
The test includes three stages. The first one sends sampled measured values from one IED to another (publisher to subscriber). An Omicron CMC 256 plus is used to generate analog voltage and current signals, the signals are transferred to the CMLIB A to send it using Ethernet cables to the IED port (IED-publisher). As connection box for low-level signals a CMLIB A is used for connecting the low signal outputs of a CMC for measurement or controlling purposes. The CMLIB A set (VEHZ1105) includes the CMLIB A box (VEHZ1101) and the 16 pole LEMO cable (VEHK0003) [16] . As shown in Figure 6 and Table 3 . 
The test includes three stages. The first one sends sampled measured values from one IED to another (publisher to subscriber). An Omicron CMC 256 plus is used to generate analog voltage and current signals, the signals are transferred to the CMLIB A to send it using Ethernet cables to the IED port (IED-publisher). As connection box for low-level signals a CMLIB A is used for connecting the low signal outputs of a CMC for measurement or controlling purposes. The CMLIB A set (VEHZ1105) includes the CMLIB A box (VEHZ1101) and the 16 pole LEMO cable (VEHK0003) [16] . As shown in Figure 6 and table 3. The analog signal is converted to a digital signal in the IED (A/D converter). The IED-publisher publishes the sampled value signal according to the standard IEC 61850 with 80 samples/cycle in a 50 Hz system. The subscriber IED is receiving the digital signal SMV and reacts according to the signal and the configuration of the IED. SVScout software is used to visualize sampled values and subscribes to the SMV streams from multiple merging units and shows the waveforms. An Omicron CMC 256 simulator is used to simulate the current transformer (CT) and voltage transformer (VT) signals as shown in Figure 7 [10].
Sampled Values Test
The sampled values test can be implemented to simulate the merging unit of the IED-publisher. The configuration of the test is required to import the substation configuration language (SCL) file of the publisher IED, moreover, the sampled values test tests the IEC 61850 9-2 LE process bus. It is able to generate up to three sampled values streams in the test set. In order to publish the sampled values it is important to set the analog voltages and currents generated at the voltage and current outputs of the test set as shown in Figure 8 . The analog signal is converted to a digital signal in the IED (A/D converter). The IED-publisher publishes the sampled value signal according to the standard IEC 61850 with 80 samples/cycle in a 50 Hz system. The subscriber IED is receiving the digital signal SMV and reacts according to the signal and the configuration of the IED. SVScout software is used to visualize sampled values and subscribes to the SMV streams from multiple merging units and shows the waveforms. An Omicron CMC 256 simulator is used to simulate the current transformer (CT) and voltage transformer (VT) signals as shown in Figure 7 [10].
The sampled values test can be implemented to simulate the merging unit of the IED-publisher. The configuration of the test is required to import the substation configuration language (SCL) file of the publisher IED, moreover, the sampled values test tests the IEC 61850 9-2 LE process bus. It is able to generate up to three sampled values streams in the test set. In order to publish the sampled values it is important to set the analog voltages and currents generated at the voltage and current outputs of the test set as shown in Figure 8 . 
SVScout Software
This is a tool for visualizing the IEC 61850 sampled values; it provides the possibility to test the digital protection that is working with IEC 61850 sampled values. It used to receive, view, process and save sampled values to the implementation guideline of the UCA International Users Group IEC 61869-9 standard. The data packets can be obtained from many sources at the same time and the timing analysis for those data streams could be performed.
The Timing Analysis of Sampled Values Streams
In order to understand the data acquisition of sampled values, the comparison of sampled values between IED_MU and CMC_MU with no time synchronization of the CMC 256, the measurements of the merging unit are implemented in the laboratory, the CMC 256 is configured to publish the sampled values to simulate the merging unit of the IED merging unit by importing the SCL file of the IED-publisher, thus, the CMC Omicron provides the ability to publish the sampled measured values 
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The Timing Analysis of Sampled Values Streams
In order to understand the data acquisition of sampled values, the comparison of sampled values between IED_MU and CMC_MU with no time synchronization of the CMC 256, the measurements of the merging unit are implemented in the laboratory, the CMC 256 is configured to publish the sampled values to simulate the merging unit of the IED merging unit by importing the SCL file of the IED-publisher, thus, the CMC Omicron provides the ability to publish the sampled measured values and the comparison with the IED merging unite offering a way to analyze the time as shown in Figure 9 . The interval between two packets can be calculated as T = 1/4000 = 250 ms, more than that, Energies 2019, 12, 1618 9 of 20 the delay time is accompanied by the interval as shown in Table 4 . The IED-publisher publishes the sampled values and the time synchronized as the local clock (master clock) of the publisher IED [8] .
Brno Brno University of Technology performed tests to measure the roundtrip latency on the fiber optic cable (Ethernet transmission) [17] , finding the following results: Figure 10 presents the number of packet per millisecond. The figure shows the comparison between the merging units of the IED and CMC, the number of packets is proximity around four packets for each merging units, with some high number of packets for the IED-publisher and a low number of packets for the IED publisher. The CMC hold still the number of packets to four packets per ms. Experiments offer the possibility to make a comparison between two merging units, the physical relay merging unit and the simulated merging unit (CMC). The figure shows that regression of the samples is 230 µs in case of time synchronization applied to both merging units. The simulated merging unit shows a constant interval of time between the packets as shown in the figure, however, the merging unit of a physical IED in 4000 samples showed that the interval time is not constant, the sender IED sends packets with 126 bytes length and the subscriber IED sends packets with 122 bytes length.
Energies 2018, 11, 1618 10 of 20 per ms. Experiments offer the possibility to make a comparison between two merging units, the physical relay merging unit and the simulated merging unit (CMC). The figure shows that regression of the samples is 230 µs in case of time synchronization applied to both merging units. The simulated merging unit shows a constant interval of time between the packets as shown in the figure, however, the merging unit of a physical IED in 4000 samples showed that the interval time is not constant, the sender IED sends packets with 126 bytes length and the subscriber IED sends packets with 122 bytes length. Figure 11 shows the SMV packets between the publisher and subscriber of physical relays, the regression of the interval time is around 240 µs, the current and voltage signals are plugged in the IED, the publisher converted them to a digital form and sent them to the IED-subscriber [9] . Figure 11 shows the SMV packets between the publisher and subscriber of physical relays, the regression of the interval time is around 240 µs, the current and voltage signals are plugged in the IED, the publisher converted them to a digital form and sent them to the IED-subscriber [9] . In Figure 12 , CMC is the publisher of SMV that is synchronized by the global clock (GPS), IED-72 is the receiver or subscriber of the SMVs, according to the measurements the publisher is sending the packets and waits for the subscriber to send a confirmation of acceptance of the packets which explains why there are small delay times from the publisher in this case [18] . In Figure 12 , CMC is the publisher of SMV that is synchronized by the global clock (GPS), IED-72 is the receiver or subscriber of the SMVs, according to the measurements the publisher is sending the packets and waits for the subscriber to send a confirmation of acceptance of the packets which explains why there are small delay times from the publisher in this case [18] . In Figure 12 , CMC is the publisher of SMV that is synchronized by the global clock (GPS), IED-72 is the receiver or subscriber of the SMVs, according to the measurements the publisher is sending the packets and waits for the subscriber to send a confirmation of acceptance of the packets which explains why there are small delay times from the publisher in this case [18] . In order to make the study clear, Wireshark wasused to capture the sampled values streams and packet delay time or the time between two following streams calculated in two cases, the first one when two IEDs are connected and are an IED-publisher and IED-subscriber with time In order to make the study clear, Wireshark wasused to capture the sampled values streams and packet delay time or the time between two following streams calculated in two cases, the first one when two IEDs are connected and are an IED-publisher and IED-subscriber with time synchronization. The second case is when the CMC Omicron 256 plus merging unit is connected through the Ethernet switch to the IED-subscriber. The difference between no synchronization and synchronized time is that the IEDs start to synchronize with the master grand clock (GPS).
The sample count is an important parameter to determine and view the links between the synchronization time and the sampled value measurements. In order to explain and verify the sample count, the measurement is implemented with different cases, first with the SMV from merging units of IED without time synchronization, second with the SMV from IED merging units with time synchronization. The third count is the SMV from the CMC Omicron merging unit without the time synchronization; the fourth count is the SMV from the merging unit of the CMC Omicron with time synchronization. The last count is the count of the samples values of the merging unit of CMC Omicron and IED in parallel with time synchronization as shown in Figure 13 .
The SMV packets from different sources can be analyzed by using the Wireshark software which is the tool used to capture the network traffic. SMV streams of merging units of IEDs or the CMC Omicron can be monitored and analyses can be done to measure the interval time between different packets from the merging units and eventually Wireshark offers the way to show the dropped or lost packets. Figure 7 offers a diagram or schematic of a test, where the Omicron CMC acts as a current and voltage source (CT transformer sensor, VT transformer sensor), two IEDs are connected and is configured to be a publisher of sampled values and the second IED is a SMV subscriber, a network capture tool (Wireshark, SVScout), CMC Omicron merging unit, eventually using GPS time synchronization as shown in Figure 3 . The IEC 61850-9-2 standard determines the sampled frequency which is based on the power system frequency that according to the IEC 61850 standard is 4 kHz for a 50 Hz system, or 4.8 kHz for a 60 Hz one. For one unit stream, the interval between one packet and the following packet is between (200 µs to 250 µs). SVScout is the tool which is used in the graphical display that allows one to verify the published measured values and compare the samples from other merging units. The SVScout enabling the way to compare the streams from merging units and save the report in comtrade format. The delay of packets can be caused by many reasons: lack of numerical precision, merging unit accuracy and sample count rate [19] . The calculation of communication capacity shown in Table 5 .
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Available communication capacity for two SMV publishers in a high-availability seamless redundancy (HSR) network [13] is:
Generic Object Oriented Substation Events (GOOSE)
IEC 61850 GOOSE, with its fast transfer characteristics within a network environment (<3 ms as defined by the standard), is now being widely used for protection purposes in place of conventional dedicated wiring. As described, this brings great benefits to the user since the needed dedicated wiring can be reduced. The test provides the ability to implement the IEC 61850 standard (SMV, GOOSE).
The sampled measured values and GOOSE message published and the GOOSE trip signal is sent from the publisher IED to the subscriber IED. Figure 14a shows the subscriber interface before sending the GOOSE message (trip signal) and Figure 14b shows the trip signal sent and the input Energies 2019, 12, 1618 13 of 20 changed to true. In order to capture the GOOSE message that was sent from one IED to another, we use the IEDScout software that provides the sniffer for GOOSE messages and provides the interface to monitor the signal status. PCM 600 is the tool used to configure the protection relay and add digital data transfer functions. The PCM 600 provides the way to start the IEC 61850 communications through process bus communication or GOOSE. The IEDScout tool provides the ability to map the GOOSE message and the dataset of all the IEDs in the network, in order to implement interoperability between the devices on SAS. Figure 15 shows the IEDScout tool and the dataset of the IEDs that are part of the configuration (publisher, subscriber) and the interface of this tool imports the Configured IED Description (CID) file and linked the IEDs according to the configuration as shown in Figure 15 .
The GOOSE message measurements show that the same packet is duplicated five times with a length of 147 bytes per message, the interval between GOOSE messages is not constant, conversely, the interval begins to be longer than the first interval between the first and second packet of GOOSE messages, as shown in Figure 16 .
The interval starts at 278 µs and the last interval ends at 102.66 milliseconds, and the same thing occurs for four different GOOSE messages. Eventually, the GOOSE messages have been removed from the network and the network protocol analyzer. The configuration of GOOSE communication is implemented in the subscriber and publisher IEDs, the GOOSE message is sent from publisher to subscriber once the voltage or current is higher than the limit [20] .
The IEDScout tool provides the ability to map the GOOSE message and the dataset of all the IEDs in the network, in order to implement interoperability between the devices on SAS. Figure 15 shows the IEDScout tool and the dataset of the IEDs that are part of the configuration (publisher, subscriber) and the interface of this tool imports the Configured IED Description (CID) file and linked the IEDs according to the configuration as shown in Figure 15 . The GOOSE message measurements show that the same packet is duplicated five times with a length of 147 bytes per message, the interval between GOOSE messages is not constant, conversely, the interval begins to be longer than the first interval between the first and second packet of GOOSE messages, as shown in Figure 16 . subscriber) and the interface of this tool imports the Configured IED Description (CID) file and linked the IEDs according to the configuration as shown in Figure 15 . The GOOSE message measurements show that the same packet is duplicated five times with a length of 147 bytes per message, the interval between GOOSE messages is not constant, conversely, the interval begins to be longer than the first interval between the first and second packet of GOOSE messages, as shown in Figure 16 . 
Machine Learning
Machine learning techniques are used for power quantity analysis and decision-making tasks (accurate forecasting, comparing different machine learning techniques). The data description of the model can be summarized by the IED merging unit and CMC merging unit. A Substation Configuration Language (SCL) file is exported from the IED-publisher to CMC, the data set of the model contains two parameters (interval time between packets, the number of packets per ms), the goal is to find the link between the number of samples and interval time and determine which merging unit is sending the SMV and help the subscriber IED to figure out the correct sender of sampled values. The parameters of both merging units are captured by the network protocol analysis; in Figure 17 and in Table 6 The original dataset (155) was divided into test and validation sets. With these settings, the input vectors and targets vectors are randomly divided into three sets as follows:
•
The training set is 70%.
The validation set is 15% to prove that the network stops training before overfitting.
The testing set is 15% and is used as an iindependent test of network generalization [6] .
A two layers feedforward network is included in the standard network that is used for pattern recognition, with a sigmoid transfer function in the hidden layer and a softmax transfer function in the output layer. Matlab uses 10 hidden neurons as the default set, and the number of output neurons is set to 2. Table 7 shows the number of samples for each merging unit and the test split of the input samples into training and test sets accordingly. Figure 18 shows the best validation performance of the network. The plot is used to obtain a plot of training record error values against the number of training epochs, eventually, the error of training decreases after more epochs and retraining, and the best performance is taken from the epoch (epoch 23) with the lowest validation error. Figure 19 shows the test performance of the network (input-hidden networks-output), and contains all of the information related to the training of the network. The structure keeps track of several variables during the course of training, such as the value of the performance function, and • IED-subscriber took time to determine the publisher merging unit, and a delay time to recognize the publisher side. Practical implementation showed that the simulated merging unit of the IED could not subscribe immediately.
The number of samples is the first input parameter for data preparation; each merging unit includes a number of samples per second.
Interval time between packets used in this test is the second input parameter for data preparation.
• Measurement of the merging units showed that the quick response of the merging unit subscriber is important in IEC 61850. The data link layer (layer 2) is a lower level addressing structure to be used between end systems and concerned with forwarding packets based on layer addressing scheme and the MAC address of the destination.
The interval time and the number of samples are parameters used as inputs for this test, using relay protection merging unit and CMC merging unit data to feed the training set and test set.
• By using neural net pattern recognition, we could find the relation between the inputs (number of samples/ms-interval time between the packets) and the source of the data.
• By using this technique, technicians can save time and ensure they are testing the correct merging unit.
• According to our test the subscriber protection relay takes time to respond to the new traffic of sampled values.
The original dataset (155) was divided into test and validation sets. With these settings, the input vectors and targets vectors are randomly divided into three sets as follows:
A two layers feedforward network is included in the standard network that is used for pattern recognition, with a sigmoid transfer function in the hidden layer and a softmax transfer function in the output layer. Matlab uses 10 hidden neurons as the default set, and the number of output neurons is set to 2. Table 7 shows the number of samples for each merging unit and the test split of the input samples into training and test sets accordingly. Figure 18 shows the best validation performance of the network. The plot is used to obtain a plot of training record error values against the number of training epochs, eventually, the error of training decreases after more epochs and retraining, and the best performance is taken from the epoch (epoch 23) with the lowest validation error. 
Conclusions
This paper examines the IEC 61850-9-2 standard based on the sampled measured values. The paper provides different methods to compare the timing analysis between the merging unit of physical protection relay (IED) that converts the current and voltage signals from the conventional transformers into a digital signal and shares it with sampling frequency (4000 samples/second) and the simulated merging unit of an Omicron 256 CMC that is used to publish SMV to the physical relay (IED-subscriber). The implementation and configuration of the test requires two IEDs are applicable to sending and receiving SMV and GOOSE messages according to standard IEC 61850. Modern IEDs are able to publish four current signals and four voltage signals and share the voltage in the power 
This paper examines the IEC 61850-9-2 standard based on the sampled measured values. The paper provides different methods to compare the timing analysis between the merging unit of physical protection relay (IED) that converts the current and voltage signals from the conventional transformers into a digital signal and shares it with sampling frequency (4000 samples/second) and the simulated merging unit of an Omicron 256 CMC that is used to publish SMV to the physical relay (IED-subscriber). The implementation and configuration of the test requires two IEDs are applicable to sending and receiving SMV and GOOSE messages according to standard IEC 61850. Modern IEDs are able to publish four current signals and four voltage signals and share the voltage in the power system. GPS is used to synchronize the time and keep all the devices in the same time and without phase offset. In summary, we can conclude the following from the experiments above:
• The IED-subscriber starts to send sampled measured values once the global clock is applied (GPStime synchronization), conversely, IED-subscriber does not send or publish SMV once the internal clock is applied from the publisher IED.
•
The interval time between the samples is 250 µs according to the IEC 61850 standard, and the network analysis tool shows that four MAC addresses are available, in this case (CMC-publisher, IED-publisher-2x IED-Subscriber) with time synchronization is applied, however, the interval time is around 240 µs with the local clock of the publisher IED or CMC merging unit, and the interval time is around 230 µs with the global clock (GPS) applied.
The number of samples per millisecond of IED-publisher: the number of packets is not constant, the range was between 3 to 5 packets/ms, while with CMC-publisher: the number of packets is almost constant at 5 packets/ms.
• GOOSE message configuration is implemented to the IEDs (sender-receiver), the GOOSE message is sent to the receiver IED (tripping signal), the signal is duplicated four times with a size of 147 bytes per packet, the average interval time between the packets was practically constant from the first to the fourth packets (278 µs) and the average interval between the fourth and the fifth packet was 102 milliseconds.
• IED-subscriber is subscribing the SMV from the IED-publisher and CMC-publisher equally, IED-subscriber is unable to recognize who is the publisher of the SMV (IED or CMC) due to the fact the CMC-publisher has the same dataset as the IED-publisher (that is, in fact, what happened when CMC-publisher was simulating the IED-publisher). Wherefore, a model is applied to predict if the IED-subscriber would recognize which merging unit is sending the sampled values based on different attributes, to implement the approach, train a classifier using different models and measure the accuracy and compare models, using the classifier for prediction. The preparation data includes two parameters (number of samples/ms -interval time between the packets) for each publisher of SMV (IED or CMC). By using neural net pattern recognition that solves the pattern recognition problem using two layer feed networks (nprtool), the inputs and the target provided to the network and the algorithm break up the data into test sets (training 70%-validation 15%-testing 15%), and the best validation was in the 23rd epoch.
This method can be used for optimization of testing procedures in substations where IEC 61850-9-2LE are implemented. This method can be used for shorter test preparation, to lower the cost and the method can lower the cost and help support research projects since it allows one to implement better platform and services as well as to integrate different communication protocols when necessary.
